City of Detroit
Department of Recreation Performance Audit
Exhibit 4 - Kronk Center

Overall Evaluation — Poor Condition

Building structure was deteriorating.

In some aresas, the ceiling was damaged, tiles were missing and paint was peeling.
Severa areas appeared to have water damage.

Walls needed paint.

Lockers were broken and rusted.

Restroom stall doors were missing.
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Missing ceiling tiles.
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